PRE-PROPOSAL INQUIRY (PQI)
N40192-16-R-7009

No. |Date Questions (Should include Answers
Specification Section or Reference)

1 |5/3/2016 Can we use a PU spray insulation Yes
[UL standard] as opposed to
fiberglass?
2 |5/3/2016 Please confirm whether there will be | Not required

windows required for these units and
if so what the specs would be.

3 [5/3/2016 Please confirm that the contract does |No drawings
not have any preliminary drawings
for configuration that must be

10

Note: Submit this worksheet as an e-mail attachment.




